
Heating, Ventilation and Air Conditioning
HCC/S 2.x.x.1: What significance does the supply

flow temperature have in the device function
"actor device"?

In this function, the measured supply flow temperature has no effect on the HCC/S.
It can only be used to display and sent to an external controller.
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